
1. Remove four screws (1) from front of switch housing (2).
2. Remove diaphragm (3).
3. Disconnect two wires (8 and 10) from pump housing.
4. Remove screw connecting ground wire (9) to pump housing.
5. Remove switch housing (5) from pump.
6. Remove O-ring (6).
7. Remove screw (12). Remove switch/bracket assembly (4) from switch housing (5).
8. Disconnect wires (7) from switch. Remove switch from switch housing.
9. Attach new switch to new bracket (4). Attach wires (7) to switch. Screw switch/bracket 

assembly to new switch housing (5) with screw (12).
10. Insert new O-ring (6) into groove on back of new switch housing (5) and place against 

pump. Attach ground wire (9) to pump housing.
11. Attach wires (10) and (8) to their respective pins on pump (17). Check to be sure that wires 

are pushed down next to pump to prevent interference with operation of diaphragm.
12. Place new diaphragm (3) over switch housing (5) with metal facing toward pump housing.
13. Place switch housing cover (2) over diaphragm and screw into place using four screws (1). 

DO NOT OVER-TIGHTEN.
14. Resume operation.
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